
 Fixture Location/Description Test Date  Test Result
Douglas Room 7/7/2016 0.011 mg/L
Hallway Fountain 7/7/2016 0.017 mg/L
Mop Closet 7/7/2016 0.007 mg/L
Upstairs Kitchen 7/7/2016 0.007 mg/L
Upstairs Bathroom 7/7/2016 0.083 mg/L
Print Shop 7/7/2016 ND
Ladies Room 1st Sink 7/7/2016 ND
Ladies Room 2nd Sink 7/7/2016 0.003 mg/L
Mens Room 1st Sink 7/7/2016 ND
Mens Room 2nd Sink 7/7/2016 0.014 mg/L
Board Room 7/7/2016 0.010 mg/L
Restroom Back Entry 7/7/2016 ND
Annex Reception Bathroom 7/7/2016 ND
Annex Kitchenette 7/7/2016 ND
Annex Classroom 7/7/2016 ND
Annex Classroom Bathroom 7/7/2016 ND

Upstairs Bathroom (Re-test Follow Up) 8/1/2016 ND

W.C. Main #1 7/27/2016 ND
W.C. Main #2 7/27/2016 ND
W.C. Main #3 7/27/2016 ND
W.C. Annex 1 7/27/2016 ND
W.C. Annex 2 7/27/2016 ND
W.C. Annex 3 7/27/2016 ND
Phoenix EI Kitchen 7/27/2016 ND
Stewart Classroom 1 7/27/2016 ND
Stewart Classroom 2 7/27/2016 ND
Stewart Classroom 3 7/27/2016 ND
Stewart Kitchen 1 (A) 7/27/2016 ND
Stewart Kitchen 1 (B) 7/27/2016 ND
Stewart Kitchen 2 7/27/2016 ND

Water Testing Results - Douglas Education Service District

Action Level is 15 mg/L

 ND = Non Detect - Lead level is below the set detection limit of 0.002
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